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Abstract. Most modern power plants generating electric power equipped with synchronous generators. The correct 

operation of energy economy depends on reliability of such electrical machines. 

 In this article issue of increasing reliability of turbo generator by increasing reliability of its brush contact 

unit is considered. Description of brush contact unit and its possible damages is given. Equivalent electrical circuit of 

contact layer of brush contact unit is performed. The equations are formed and the dynamical simulation model 

consisting of electric source and two brush contact units is created. With help of  this model alternative method of 

improving parameters of brush contact unit and increasing reliability of turbo generator at once is calculated and 

shown.  

The implementation of the proposed method of increasing the turbo generator brush contact units reliability can 

have different technical performance, but the principle laid down in the method remains the same. 
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I  INTRODUCTION 

Reliable and uninterrupted power supply is placed 

at the center of the most important sites of the country, 

including the military and the civilian sector. Most 

modern power plants that provide electricity 

generation, equipped with synchronous machines [1]. 

The reliability of these machines depends on the work 

of almost all the energy complex. 

According to the RAO UES of Russia, most 

failures, or 25.2% of all faults, turbo generators 

account for failure of brush-contact device (BCD) [2]. 

Stopping of turbo generator connected to its repair, 

can result in serious financial losses to the generating 

company. Therefore there is a need to improve the 

reliability of the unit BCD and turbo generators 

overall. 

Brush-contact device of synchronous machine 

consists of a contact ring, located on the rotor, and 

several groups of brushes, brush holders located in the 

stator machine. Due to the pressure forces acting on 

the brush, the brush provided a mechanical contact 

with the ring, including at their relative movement. 

The main part of the site BCD breakdowns 

associated with the failure of the brushes in 

connection with the processes occurring in the contact 

layer between the brush and the surface of the ring. 

Sliding between the brush and the surface of the ring 

arcing occurs, causing burn brush contact surface [3]. 

In addition to the contact layer derating brush sparking 

can cause a circular fire – emergency operation of 

BCD, damaging turbo generator. Therefore, the main 

objective of increasing the service life of the unit will 

be reduced BCD sparking and reduce the possibility of 

a circular fire. 

 

 

II   MATERIALS AND METHODS 

From the point of view of an electrical circuit 

contact layer "brush-ring" is replaced by parallel 

connection of the resistance and capacitance [4], Fig. 

1. 
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Fig. 1.  The electrical equivalent circuit of the contact layer node 
moving current collection  

Where 
k

R , 
k

C  – the resistance and capacitance of 

the contact layer "brush-ring." 

It should be noted that the items included in the 

electrical equivalent circuit of the contact layer are 

variable parameters. This is due to the fact that the 

relative movement of the brushes and rings due to 

irregularities on the surface of the ring, the 

heterogeneity of the material brushes, micro vibrations 

brushes, brush holders and other factors change the 

parameters of the contact layer, which is reflected in 

its characteristics. 

When feeding a closed loop consisting of a 

generator (electrical power source), two connecting 

conductors and the two nodes of brush-contact device 

electrical equivalent circuit of a closed circuit shown 

in Fig. 2. 
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Fig. 2.  The equivalent circuit of an electrical circuit with two 

nodes moving current collection  

In Fig. 2 indicated:  

G  – Generator circuit loop, which includes: E  - 

electromotive force (EMF) generator, 
0L  - self-

inductance of the generator, 
0R  - own resistance of 

the generator;  

1L , 
1R , 

2L , 
2R  – the inductance and resistance 

of lead wires; 

1k
R , 

1k
C , 

2k
R , 

2k
C  – the resistance and 

capacitance of the contact layer "brush-ring" for the 

respective groups of parallel sliding contacts. 

Assuming that the rotor circuit is a bridge between 

the rings BCD and its resistance is zero, compiled by 

the laws of Kirchhoff's mathematical models for the 

equivalent circuit is as follows: 
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With the help of the Laplace transform express 

currents of the above equations: 
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According to the obtained equations builds a dynamic 

simulation model in specific computer environment 

 

Fig. 3.  Dynamic simulation model of current collection system 
moving in an specific computer environment 

Built model system allows us to study the 

dependence of currents flowing through individual 

circuit elements, from changing their parameters. 

Model the change in the current scheme for 

dynamically changing the resistance of the contact 

layer of the first node BCD. 

Initial data for the simulation: 

VE 10  - EMF generator; 

OhmRRR 1,0210   - resistance oscillator 

circuit and connecting conductors; 

HLLL 1210   - inductance of the generator 

and connecting conductors; 

FkCkÑ 121   - capacity contact layers of two 

transitions "brush-ring"; 

OhmkR 5,02  - resistance contact layer BCD second 

node. 

Ohm
k

R 01,500...01,0
1
  - resistance of the contact 

assembly BCD. 

It should be noted that the data presented resistance 

contact layer of the first node BCD varies within these 

ranges at random. [5] 
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The result of the model are the following timing 

diagrams of the currents in the main chain (Fig. 4) and 

the current (Fig. 5): 

 

Fig. 4.  The timing diagram of the main current in a circuit with 

two nodes moving current collection  

 

Fig. 5.  The timing diagram of current through the resistance of 
the contact layer of the first node BCD  

Seen from the figures that the dynamic change of 

the resistance of the contact layer having short but 

very significant emissions of the electric current 

flowing in the circuit, which can reach values of 

several thousand amperes, with an average current in 

amperes. This is explained by the fact that 

dynamically changes the resistance of the contact 

layer of the first node BCD provokes parametric 

resonance in the system, causing a sharp increase in 

the amplitude of the currents in the circuit. 

To combat the parametric resonance arising in the 

circuit with two nodes BCD, increase the capacity of 

the contact layer of the first node to the value 

mF
k

Ñ 1
1
  BCD. The result of the model in this 

case (Fig. 6 and Fig. 7): 

 

Fig. 6.  The timing diagram of the main current in a circuit with 
two nodes moving current collection  

 

Fig. 7.  The timing diagram of current through the resistance of 
the contact layer of the first node BCD  

III  RESULTS AND DISCUSSION 

 Seen from the figures that when the capacity of the 

contact layer dynamic currents in the circuit have 

decreased significantly, from a few thousand to a few 

Amperes with RMS value about few Amperes. This 

result shows that an artificial increase in the capacity 

of transition "brush-ring" leads to a reduction of 

emissions of current flowing through the junction, 

causing a reduction in sparking host BCD and 

decrease the possibility of a circular fire. 

Thus, increasing the capacity of transition "brush-

ring" leads to a drastic reduction in dynamic currents 

affecting the work BCD. Decrease in the amplitude of 

dynamic currents will reduce sparking BCD in the 

contact layer, which would prolong the operational 

life of the brushes, and reduce the risk of circular fire. 

This in turn increases the overall reliability of the 

turbo generators. 

The implementation of this approach to increase the 

reliability of nodes BCD can have different technical 

performance, but the principle laid down in the 

approach remains the same. 
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